
WARNING

Fire Dampers

MODEL FIRE DAMPER-ODC

PLEASE READ INSTRUCTION BEFORE COMMENCING INSTALLATION AND RETAIN FOR FUTURE REFERENCES. 
Failure to do so can cause death or injury, or damage to property.
If in any doubt about the installation or use of this product, consult a competent electrician.

WARNING — THE INSTALLATION MUST BE CARRIED OUT BY
A QUALIFIED ELECTRICIAN. 

CAUTION

1. Please WEAR GLOVES during installation
2. Please REMOVE the CORRUGATED BOARD before installation
3. Fire Dampers can only be installed by a qualified electrician

INSTALLATION GUIDE 

Components

Instruction Manual

1. Slide the adapter's hemmed edges onto the fan housing flanges (see fig.1 and fig.2)
2. Pinch the grille springs on the sides of the grille assembly
3. Position the grille into the housing with the grille springs in the appropriate slots of the Damper Assembly
4. Push the grille assembly towards the ceiling to secure (see fig.3)
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Damper Adapter Radiation Damper Damper Assembly

Assembly Instructions

IMPORTANT REMINDER:

• SHARP EDGES

slots

fig.1 fig.2 fig.3
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