
 

  

1. Disconnect and lock-out all power sources during installation as severe injury or death can result 
from electrical shock due to contact with high voltage conductors

3. Ensure all installations are in compliance with applicable electrical codes and that the installation is 
completed by qualified installers familiar with the standards and proper safety procedures for high 
voltage installation

Instruction Manual

INSTALLATION GUIDE

Line Voltage Microwave Bi-Level Sensor
MODEL SENSOR-MLTS
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1. Take out sensor and sensor bracket.
2. Install the sensor and fix it with M4*6 
screws.
3. Install the sensor head and fix it with 
M3*4 screws.
4. Press the buckle on both sides and 
remove the lamp housing.
5. Take off linear strip cover.
6. Install the sensor bracket and fix it with 
M3*6 screws.
7. The locking effect is as shown in the fig. 
7. Wiring according to the wiring diagram 
and checking the wiring is correct.
8. After checking, put back the lamp 
housing.
9. The installed effect is shown in fig. 9.

9. The installed effect is shown in fig. 9.
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